Normalized impact sound pressure level

according to ASTM E 492 - 09 / ASTM E 989 - 89 (Reapproved 1999)

Client: CORKART, Parque Industrial Vendas Novas, Lote 20- 7080-341 Vendas Novas - Portuga Date of test: 16.01.2008
Aufbau: - 11 mm cork floating floor
- 140 mm unfinished ceiling (reinforced concrete)

Objekt: cork floating floor
— Ln
IIC contour according to E 989 - 89 (1999)
Source room volume: 64,50 ms3 70
Air humidity: 45 % T
Receiving room temperature: 17,0 °C %
Receiving room volume: 58,9 m?3 5
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Impact Insulation Class lIC = 55 dB
Name of testing laboratory: MFPA Leipzig GmbH MFPA Bereich Schall schutz
No. of Test Report P 4.2/09-015 Hans-Weigel-Str. 2b

04319 Leipzig

Tel. 0341- 6582115
Date:  30.06.2009 Signature: .




